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INTERFACING BLOCK (OPTIONAL)
INCLUDING "DEAD-FRONT" FUSE
BLOCK AND CT SHORTING MEANS
(SEE DRAWING CODE: I-BLOCK)

(3 WIRE 'DELTA' SYSTEM)
2 CTs USED

Delta wiring using 2 PTs and 3 CTs
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